
Premier Laboratory
Analytical Data Report

Report No:  E408P53
Date Received:  08/26/2014 14:35

Customer:  Webster Water Department
Project:  Webster Water Department

Parameter Result DL Units Completed By Dilution

(1) Park Ave School
Date Collected:  08/26/2014 12:33 Matrix:  Aqueous

Coliforms, Total by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM20:49

E. coli by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM20:49

Client Reported Residual Chlorine 0.92 mg/L 08/26/2014 WWD12:33

Client Reported pH 7.75 pH Units 08/26/2014 WWD12:33

Temperature, Water 17.9 °C 08/26/2014 WWD12:33

Metals by ICP by 200.7

Iron ND 0.051 mg/L 08/27/2014 CPT09:38

Manganese 0.0058 0.0020 mg/L 08/27/2014 CPT09:38

(2) Middle School
Date Collected:  08/26/2014 13:01 Matrix:  Aqueous

Coliforms, Total by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM20:49

E. coli by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM20:49

Client Reported Residual Chlorine 0.54 mg/L 08/26/2014 WWD13:01

Client Reported pH 7.60 pH Units 08/26/2014 WWD13:01

Temperature, Water 20.9 °C 08/26/2014 WWD13:01

Metals by ICP by 200.7

Iron ND 0.051 mg/L 08/27/2014 CPT09:41

Manganese 0.013 0.0020 mg/L 08/27/2014 CPT09:41

(3) High School
Date Collected:  08/26/2014 12:49 Matrix:  Aqueous

Coliforms, Total by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM21:12

E. coli by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM21:12

Client Reported Residual Chlorine 0.48 mg/L 08/26/2014 WWD12:49

Client Reported pH 7.41 pH Units 08/26/2014 WWD12:49

Temperature, Water 21.4 °C 08/26/2014 WWD12:49

Metals by ICP by 200.7

Iron ND 0.051 mg/L 08/27/2014 CPT09:44

Manganese 0.015 0.0020 mg/L 08/27/2014 CPT09:44

(4) St. Anne School, 12 Day St. Class
Date Collected:  08/26/2014 09:04 Matrix:  Aqueous

Coliforms, Total by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM21:12

E. coli by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM21:12

Client Reported Residual Chlorine 0.63 mg/L 08/26/2014 WWD09:04

Client Reported pH 7.58 pH Units 08/26/2014 WWD09:04

Temperature, Water 20.1 °C 08/26/2014 WWD09:04

Metals by ICP by 200.7

Iron 0.42 0.050 mg/L 08/28/2014 CPT10:59

Manganese 0.24 0.0020 mg/L 08/28/2014 CPT10:59
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(5) St. Joseph School, 47 Whitcomb St
Date Collected:  08/26/2014 12:11 Matrix:  Aqueous

Coliforms, Total by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM21:12

E. coli by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM21:12

Client Reported Residual Chlorine 0.87 mg/L 08/26/2014 WWD12:11

Client Reported pH 7.68 pH Units 08/26/2014 WWD12:11

Temperature, Water 18.6 °C 08/26/2014 WWD12:11

Metals by ICP by 200.7

Iron ND 0.051 mg/L 08/27/2014 CPT09:53

Manganese 0.0021 0.0020 mg/L 08/27/2014 CPT09:53

(6) Saint Louis School, 48 Negus St.
Date Collected:  08/26/2014 12:00 Matrix:  Aqueous

Coliforms, Total by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM21:12

E. coli by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM21:12

Client Reported Residual Chlorine 0.88 mg/L 08/26/2014 WWD12:00

Client Reported pH 7.71 pH Units 08/26/2014 WWD12:00

Temperature, Water 18.9 °C 08/26/2014 WWD12:00

Metals by ICP by 200.7

Iron ND 0.051 mg/L 08/27/2014 CPT09:57

Manganese 0.020 0.0020 mg/L 08/27/2014 CPT09:57

(7) St Annes School Cafeteria
Date Collected:  08/26/2014 09:12 Matrix:  Aqueous

Coliforms, Total by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM21:12

E. coli by EPA 1604 (MI) 0 col/100ml 08/26/2014 AM21:12

Client Reported Residual Chlorine 0.16 mg/L 08/26/2014 WWD09:12

Client Reported pH 7.59 pH Units 08/26/2014 WWD09:12

Temperature, Water 23.0 °C 08/26/2014 WWD09:12

Metals by ICP by 200.7

Iron 0.15 0.051 mg/L 08/27/2014 CPT10:00

Manganese 0.0045 0.0020 mg/L 08/27/2014 CPT10:00
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